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Why does the BPW flush the Fire Hydrants? The BPW flushes the hydrants for
public safety -- firefighting and safe drinking water.

Flushing of fire hydrants is one of the most important maintenance practices that can
be performed on a water distribution system. In the flushing process, the BPW looks
for and tests for the following:

Visible and audible leaks

Proper operation of valves

Flushing out corrosion & rust

Pitot Testing: Provides measurement of flow and gallons per minute and
pressure from hydrants. Test is done as needed.

e Color of the water

If ignored, corrosion and rust can cause problems such as: severe rusty water, reduced
water pressure, and lower chlorine levels. Replacing water that has been standing in
the system with fresh water is especially important in dead end main areas and low
flow areas in the system. Flow testing of fire hydrants is done in cooperation with
Lewes Fire Department to identify the amount of water a certain fire hydrant can
deliver during an emergency. This service is done on a continuing basis so that
problems can be identified and then resolved.



